FIRST ANGLE PROJECTION

REFERENCE TO TOTAL POLE LENGTH

IF REQUIRED

GUY POSITION

UNLESS NOTED OTHERWISE ALL DIMENSIONS ARE IN METRES

TRANSMISSION LINES
GENERAL ARRANGEMENT

CH
TL-SK-005

132kV INSTALLATION

REFERENCE DRAWINGS

TransGrid
©

AMDT
PREFIX  NUMBER  SHEET

APPROVAL STATUS

AMENDMENT:
TRANSMISSION LINES

ARB

TL-SK-006

132kV INSTALLATION

DIRECTION OF LINE NUMBERING

6.5

REFERENCE TO TOTAL POLE LENGTH

1.8

2.2

2.2

4.60

MT/A

G.L.

GUY POSITION

IF REQUIRED

G.L.

GUY POSITION

IF REQUIRED

EARTHING STRIP

PEG

1.60

1ST ANGLE PROJECTION

0°  60°

0°  60°

4.4

4ST ANGLE PROJECTION

1ST ANGLE PROJECTION

STRUCTURE FRONT

0

400x566

PLOT ISSUE DATE

COPIED FROM

SUPERSEDES

SUPERSEDED BY

INDEX CLASS'N

REFERENCE DRAWINGS

TransGrid

©

AMDT

PREFIX NUMBER SHEET

APPROVAL STATUS

AMENDMENT: